This repotidescfibes tecticd advances made totheconcept ofa low pressure, air atomized oil burner for home heating applications. Currently all oil burners on the market are of the pressure atomized, retention head type. These burners have a lower firing rate limit of about 0.5 gallons per hour of oil, due to reliabilityproblems related to small flow passage sizes. High pressure air atomized burners have been shown to be one route to avoid this problem but air compressor cost and reliability have practically eliminated this approach. With the low pressure air atomized burner the air required for atomization can be provided by a fan at 5-8 inches of water pressure. A burner using this concept, termed the Fan-Atomized Burner or "FAB" has been developed and is currently being commercialized. In the head of the FAB, the combustion air is divided into three parts, much like a conventional retention head burner. This report describes development work on a new concept in which 100°/0 of the air from the fan goes through the atomizer. The primary advantage of this approach is a great simplification of the head design.
A nozzle specifically sized for this concept was built and is described in the report. Basic flow pressure tests, cold air velocity profdes, and atomization performance have been measured. A burner head / flame tube has been developed which promotes a torroidal recirculation zone near the nozzle for flame stability. The burner head has been tested in several fbmace and boiler applications over the firing rate range 0.2 to 0.28 gallons per hour. In all cases the burner can operate with very low excess air levels (under 100A)without producing smoke. Flue gas NO, concentration varied from 42 to 62 ppm at 3°A 02. The concept is seen as having significant potential and planned development efforts are discussed.
INTRODUCTION
Currently in the U.S. essentially all oil-fired burners for home space heating and domestic hot water service are of the pressure atomized, yellow flame, retention head type. In these burners fhel is delivered to a simplex atomizing nozzle at a regulated pressure ranging from 100 to 150 psi. In addhion to atomizing the fiel the small, carefhlly controlled size of the nozzle exit orifice serves to control burner firing rate. The industry trend is to move toward the higher end of this range for improved atomization. Figure 1-1 shows an example of one burner head of this type. Combustion air is delivered under a pressure of 0.5 to 1.0 inches of water to the upstream side of the retention plate. As shown in the figure the air is divided into three parts flowing through the retention plate and into the combustion zone. Primary air flows through the center opening in the retention plate. Secondary air flows through radial slots in the retention plate and tertiary air flows through an annular area around the retention plate. The open area for primary and secondary air is fixed but the area for tertiary air can be adjusted by moving the retention head in and out. Generally, the tertiary air open area is adjusted to a preset position based on desired firing rate and the excess air is trimmed in the field by adjusting a damper at the fm inlet. With this design a single product can be used over a fairly wide firing rate range.
In Europe over half of the new burners sold currently are also of the yellow flame, retention head type. There are, in additio~numerous blue flame, low NOX burners on the market. These are characterized by head designs which promote the recirculation of combustion products into the early flame region, Combustion air velocity tends to be higher and, in many designs, concentrated more toward the central, primary air [1] .
An important limitation of the pressure atomized burner, either with yellow or blue flame is an inability to operate reliably at firing rates under about 0.5 gallons per hour. This has been an impediment to the development of high efficiency, oil-fired appliances which can be well matched to some loads. There are numerous low-input gas-fired appliances now on the market. Oil atomization nozzles have been made for lower firing rates but experience has shown that such nozzles suffer rapid fouling of the small passages required, leading to bad spray patterns and poor combustion performance.
A number of interesting designs for achieving low inputs with oil have been developed to va~ng degrees, some as part of the BNL Combustion Equipment Technology Program. Air atomization, blue flame (recirculating), and prevaporizing burners have received attention. An excellent review of prior work in this area was published in 1980 [2] . Some of the more recent work in advanced burners has been described in the proceedings of the annual BNL 011Heat Conferences. In 1990, a study was completed in which the emissions performance of conventional and advanced burners were compared [3] . This study included air atomization and prevaporizing burners. General options for atomizers for advanced burners were also reviewed [4] . Replacing the pressure atomizing nozzle with an air atomizing nozzle eliminates the small passages. These systems require the integration of a small compressor, however, which increases system cost and complexity. More recently, pulsed oil in pressure atomized systems has been receiving attention as a practical method of achieving low
1-2 firing rates [5] . This approach is reportedly applicable only to blue flame systems where the high rates of internal recirculation can damped the effects of the periodic oil injection rate [6] .
In prior work at BNL an approach toward achieving low firing rates has been developed which has become termed the Fan-Atomized Burner or "FAB". Here, fiel oil is atomized with air supplied by the burner's fan. There is only one air supply in this burner -a fan delivering air at a pressure of about 6 inches of water. The nozzle used is a prefilming airblast atomizer of the type very commonly used in gas turbine combustors [7] . A considerable amount of development work was done on this concept at BNL [8] and it is now being commercialized by Heat Wise, Inc. of New York [9] . As of the present time the burner has received approval by Underwriters Laboratory and an extensive field test is starting. Figure 1 -2 shows the air flow distribution at the head of the FAB burner. The arrangement is similar in some important ways to the air flow distribution in a conventional, pressure atomized retention head burner. All of the combustion air is fed into the back end of the air tube and is divided into three parts at the head. Primary air enters the nozzle and is used to atomize the fbel. Secondary air flows through swirl slots in the retention plate and tertiary air flows through an adjustable annular opening around the retention plate.
As in the case of the common pressure atomizer this arrangement provides flexibilityto operate over a range of firing rates. This burner nominally can be used over the range 0.35 to 0.65 gallons per hour.
This report describes the results of work aimed at the development of a new burner head arrangement using the low pressure air atomized, residential oil burner concept. In this approach 100°/0of the combustion air is directed through the atomizer. Expected benefits of this new arrangement, which led to initiation of this development effort include: On atomization there have been several studies in which atomization petiormance of airblast nozzles have been correlated with fluid properties and operating conditions. With constant air velocity and other parameters also fixed, spray mean drop size decreases consistently with increasing atomizer air/fbel ratio [7] .
With this design approach the burner head is expected to be simpler as the secondary and tertiary air flows are eliminated. In the FAB the tertiary air annular opening is small, particularly at low firing rates. Small differences in the opening size around the annulus can lead to non-optimum air 1-3 distribution and performance. With the new approach presented here this criticality is simply eliminated.
With the use of 100% of the combustion air flow through the nozzle the flow in the flame zone is essentiallya single, swirlingjet with higher velocities than earlier designs. This arrangement provides great opportunity to recirculate combustion product to the root of the flame. The higher velocities can drive very high recirculation rates, leading to lower peak flame temperatures and reduced NOX.
The limited firing rate range results from elimination of the variable annular tertiary air flow area. With all of the air flowing through the nozzle the air mass flow rate can only be varied by changing atomizing air pressure and flow varies as P1'2. The upper limit on air pressure is set by the fan characteristics, noise, and flame stabihty. At the low pressure end, reduced air velocity through the atomizer leads to poor atomization quality. Practically, with this approach the firing rate can only be varied over a small range. As with conventional, pressure atomized burners a nozzle change would be required for a firing rate change.
In a conventional burner, and the FAB, the presence of a rich fbel air mixture at moderate velocities behind the retention plate leads to excellent ignition characteristics. With the approach of 100'%0 air through the nozzle the mixture is everywhere at least slightly lean and velocities are considerably higher. This leads to the potential for reduced flame stability [1O].
In Section 2 of this report the nozzle built and tested in this program is described along with the predicted swirl number and velocity profiles at the nozzle exit as well as results of basic nozzle performance tests. Peri?ormance here includes the flow/pressure characteristics, axial velocity field downstream of the nozzle exit under non-combusting conditions, drop size distributions, and angular distribution of fiel in the spray. In Section 3 the development of a flame tube and burner head for use with this nozzle is presented. Section 4 includes results of combustion tests in a range of home heating appliances. Conclusions from this work as well as planned fhture work are presented in Section 5. 
Experimental Methods Used in Nozzle Characterization
Measurements made for the purpose of characterizing the nozzle included: For the frostmeasurement air flow was simply measured using a calibrated orifice meter. The radial air velocity measurements were made without oil flow through the nozzle and a simple pitot tube was used. Spray drop size distributions were made using a commercial sizer (Malvern Scientific Instruments Corp.) based on Fraunhofer diffraction. Additional experimental details on the atomization system can be found in Reference 4. To measure the angular distribution of fuel in the spray a row of square cross section contah"ers was placed across the entire spray at an axial distadce of 6.375 inches from the nozzle. Each container was 12.5 mm on each side and a total of 48 were included in the row. The mass of each container was measured before and after a 3 minute spray period.
Results of Characterization Tests
Figure 2-3 shows the basic flow pressure characteristics of the nozzle and this covers the range of air pressures considered to be practical for this application. In the development of the FAB burner discussed in the previous section considerable effort was put into fan selection. For reasons of system cotilguration, compatibility with conventional components, and cost the most attractive commercial burner package would use a conventional AC motor (eg. PSC). Without using very large diameters on the fan rotor, the pressures are practically limited to under about 8 inches of water. DC motors can achieve higher speeds and pressures and are an obvious alternative. There are many options with DC drive blowers and these have been used in much of the development work presented in this report. They are not currently being considered, however, for a commercial burner. An air flow of 7 cfm provides sufficient air flow for a firing rate of 0.25 gallons per hour with 20% excess air. This sets an upper limit on the firing rate for this nozzle and all combustion tests described in this report were done at low input rates. For larger rates a larger nozzle would obviously be necessary.
Results of the measurements of cold air radial velocity profiles produced by the nozzle are shown in Figure 2 -4. These were measured with an unenclosed nozzle. The profiles are generally typical of those produced by a free jet with swirl [11] . Swirl flows are often characterized by the swirl number. This is a dimensionless group defined as the ratio of the axial flux of angular momentum to the product of a linear dimension (radius of nozzle opening) and the axial thrust. A swirl number of less than 0.6 is considered to be weak swirl. Over 0.6 a strong central recirculation zone forms. This central recirculation zone can be very important in stabilizing the flame.
The swirl number can be calculated as:
where: Gv = axial flux of angular momentum GX= axial thrust R = radius of nozzle exit opening
For given radial profiles of axial velocity, tangential velocity, and pressure these can be calculated as:
where: U = axial velocity W = tangential velocity p = pressure p = density These velocities are illustrated below.
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Illustration of axial and tangential velocity components across the exit opening of the nozzle.
Estimates of the swirl number for the nozzle used in this program were made using the internal geometry and swirler vane angles [11] . Based on these the swirl number is in the 0.3 to 0.4 range. The important implication of this is that the flame would need to be stabilized with an external rather than an internal recirculation zone. The measured velocity profiles, however, do indicate the presence of a small internal recirculation zone close to the nozzle. This point is discussed further in the next section. In planning burner heads the general objectives are to give enough internal recirculation near the root of the flame to produce good stability over a wide range of excess air levels, to locate the ignition source in a position which gives reliable startups, to avoid coke formation on sutiaces, to allow for recirculation of cooler combustion products into the flame zone for NOX control, and, of course, to have low CO and smoke emissions particularly at low excess air levels.
To assist in the planning of a burner head a 2-dimensional Computational Fluid Dynamics (CFD) computer program was used to study the air flow patterns under non-combusting conditions. The program used was "Compact" from Innovative Research Inc. This is a control volume type program. For turbulence modeling the common k+ method was used.
In modeling of the airflow around the burner head it is convenient to start with the air flow from the exit of the atomizing nozzle as a boundary condition. In initial CFD simulations an assumption was made that the axial velocity and angular velocity were uniform across the cross section of the 0.438 inch diameter nozzle exit opening. This assumption, however, was found to produce axial velocity profiles a short distance downstream from the nozzle considerably different from those measured (see The recirculation of this gas, which would be considerablycooler than the peak flame temperature, would reduce NOXemissions but can also contribute to reduced flame stability. As a method of controlling the rate of recirculation of this relatively cool gas a choke plate was planned at the end of the flame tube. The size of this plate can be varied to change the relative rate of recirculation of hot gas fi-om within the flame zone and cooler gas from farther out in the combustion chamber. The situation is simply illustrated in Figure 3 -5. Initial combustion testing with the burner head was done using a quartz test chamber at BNL. The main part of this combustion chamber is a horizontal quartz cylinder with an inside diameter of 10 1% inches. The burner tested is installed atone end on the axis of the quartz cylinder and combustion products exhaust at the opposite end. The ends of the quartz cylinder are pressed into semi-soft refractory boards which effectively provide a seal. Steel plates at the front and rear ends hold the refractory boards rigid and tight against the quartz cylinder. The exhaust products are carried out using conventional flue piping and there is no heat recovery in the system resulting in very high exhaust gas temperatures (1800 F). A damper in the flue piping is adjusted during testing to provide a slight back pressure on the combustion chamber (+0. 01 inches of water) to assurethatair leakage into the combustion chamber which would ai%ectpefiorrnance and readings does not occur. Gas samples for analysis are extracted from the flue piping upstream of the damper. A simple stainless steel tube is used to extract gas samples from the flue piping. Addition details can be found in Reference 8.
For preliminary testing in the quartz cylinder the only objective was to evaluate flame stability and basic pefiormance over a range of excess air levels. Test results are summarized in Table 4-1. The burner performed very well in these tests, producing low smoke, CO, and NOX emissions over a very wide excess air range. For these tests the flame tube diameter was 3 inches, the flame tube length was 3 inches and the choke plate thickness was 3/8 inches ( "D'',''L",and "H' respectively in Figure 3 -5). The firing rate during these tests was 0.28 gallons-per-hour. During these combustion tests the flame was very stable and yellow in appearance. The color of the flame is an important consideration from a control perspective. Current residential oil burners have yellow flames and use inexpensive cadmium sulfide photocells for flame detection. The European 1ow-NOXburners typically have blue flames and require more expensive inbred "flicker" detectors. In this burner effort it was considered desirable to have a yellow flame for cost and U.S. industry 4-1 acceptance reasons. The NOX emission levels in this test are low compared with levels commonly found with oil-fired boilers in the U. S., 75 to 110 ppm, and with the levels currently considered to qualify as "1ow-NOX" in Europe -about 63 ppm.
In these initial tests the question of ignition was not addressed. The burner was simply lit with a torch and only steady state testing was done. Results of ignition studies are discussed below in Section 4.2.
The next series of tests involved parametric studies of the effects of flame tube length ("L" in Figure  3 -5) and size of the choke ring ("H' in Figure 3 -5) on steady state performance. For these the excess air level and ftig rate were fixed at 15°/0and 0.28 gallons-per-hour respectively. These tests were done with the burner firing into the quartz cylinder combustion chamber. Prior to these tests the flame tube diameter ("D" in Fig. 3-5 ) was increased from 3 inches to 3 ?4inches. This was done only to allow more room for fitting ignition electrodes and a flame view port in the future. 
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implication is that decreasing either of these dimensions increases the rate of recirculation of combustion products from the outer part of the combustion chamber into the primary flame zone.
From observations during the test, as NOX levels decrease the flame moves from yellow to "transparent" to blue in color. With a 1/4" choke ring and 3" flame tube length the flame could simply not be stablliied and this is consistent with excessive internal recirculation rates.
Tests of Ignition Point Location
In routine operation this burner will be ignited using a conventional, high voltage spark ignition system. A series of tests were done to plan placement of the ignition source and the basic arrangement is illustrated in Figure 4 -2. In these tests the ignition point (end of electrodes) was positioned in diflierentlocations around the volume defied by the flame tube and the possibility and consistency of achieving ignition under cold conditions was evaluated.
The results of the ignition tests provide additional insights into the flow patterns within the flame tube. In Figure 4 -3 the field is divided into four zones. Within zone I the flow direction is clearly back toward the nozzle. Here air and smaller drops are being drawn back to fed the entrainment of the expanding swirlingjet from the nozzle. Placing the ignition source in this area produced the best results.
In zone III the ignition spark is drawn into the expanding flow field from the nozzle. Here velocities are simply too high imd consistent ignition was not achieved. Zone II is effectively between zones I and III. Here the spark is drawn back and toward the expanding central jet. Based on observation ignition is possible with the source located in this zone althoughignition is not as consistent as in zone I. Zone IV represents an attempt to deliver the spark ener~into the small recirculation zone on the axis. Tests in this location were not successfid. Apparently, this central recirculation zone was simply too small. Wh.hthe spark located here, the combustion air turned ow and the fbel turned off, a location in which the spark was drawn backwards toward the nozzle could not be found.
With the ignition source located in zone IV, consistent ignitionwas obtained at higher firing rates (0.3 gallons per hour) but not at lower rates. At the lower rates good ignition can be obtained by having an.mstantmeous "burst" of fbel at the moment the fbel is first opened, To do this the fhel system has a delayed opening fhel solenoid valve and a small accumulator volume between the pump and the solenoid valve.
Combustion Tests in
This section provides a Selected Heating Appliances summary of the results of combustion tests done in a variety of heating appliances. The units tested were selected based on their being common applications, appliances which are interesting for some specific feature, or appliances which are considered particularly well suited to this burner concept. For each unit tested a description of the combustion chamber configuration and a summary of the test results are provided below. 
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Cast Iron Boiler -This boiler is a two sectio~wet-base, cast iron unit in the general form of a pin type vertical heat exchanger set above a nearly cube shaped combustion chamber. The configuration is illustrated in Figure 4 -4. The combustion chamber contains a thick alumina-silica refractory fkont and a separate bowl-shaped refiacto~target wall. A refractory blanket bridges the bottom and sides of the exposed wet base. At the end of the chamber, the combustion gases are turned and forced to flow upward through the pin-type heat exchanger passage formed by the interface of the front and .
rear sections of the boiler. At the top the gases are turned 90°within a rectangular collector passage and flow into a transitional breech connector to exit the rear of the boiler. All of the combustion gas . handling components (exposed combustion chamber, flat and pined heat exchanger surfaces and lower portion of the breech connector passage) are cooled by the water flow used for space heating.
Tests with this boiier were completed at two firing rates, 0.20 #id 0.29 gallons per hour. Table 4 -2 provides a summaryof performance at the lower rate and Table 4 -3 provides a summary at the higher rate. Generally in this application performance is very good and the burner can operate cleanly to low excess air level. In these test the flue gas temperature at the lower and higher firing rates were about 230 and 255 F, respectively. These temperatures are lower than is considered good practice for chimneyvented systems and the boiler is oversized for this application. Assuming a flue gas oxygen level of 3%, or 15.6% excess air, the steady state efficiency at the low and high firing rates is 90.2Y0, and 89.6°/0respectively. This is the "flue loss efficien@'and does not include appliance jacket losses.
SteelBoiler -This unit is a stee~horizontal firetubeboiler illustrated in Figure 4 -5. The combustion chamber is a horizontal cylinder, insulated for about % the length by a lightweight refractory cylinder. .
The burner fires into the cylinder on axis at one end. At the opposite end of the combustion chamber products of combustion make a turn and flow back through the steel tubes which define the convective section.
Results of tests in this boiler are summarized in Table 4 -4. In this boiler the CO levels, at moderate excess air levels (>7°/0)are higher than is considered good practice with oil firing (<50 ppm). Some additional tests were done in this application to reduce these levels. This included 2. analyzerover range modifyingthe burner face to include a refractory quarl and adding a stainless steel liner to the inner surface of the refractory sleeve in the combustion chamber. Both of these measures were very effkctivein reducing the CO to under 50 ppm. It is expected that better performance can be achieved .
in this application in the fiture with simpler approaches.
At the 2V0flue gas oxygen point listed in Table 4 -4, the flue gas temperature was 265 F. The steady state efficiency at this point is 89.6'%0, again based only on flue gas loss.
Up-Fiow Warm Ah
Furnace -This unit is a fairly conventional warm air fi.u-naceand is illustrated in Figure 4 -6. There is an up-flow heat exchanger mounted above an air handler compartment which contains a blower assembly. The heat exchanger consists of an inner and outer concentric cylinder. -
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Armstrong Furnace The inner cylinder contains a combustion chamber at the bottom which contains a rehctory chamber lining. Hot combustion gases move up from the combustion chamber to a point near the top of the inner cylinderwhere they flow rearward through a short connector to the outer cylinder. The gases flow through and around the interior of the outer cylinder until they reach a forward mounted connector to the flue exit. The exposed surfaces of the combustion chamber, the inner heat exchanger cylinder, and the outer hat exchanger cylinder are cooled by air flow from the air handler compartment below.
Test resqlts with this firm-weare summahd in Table 4 -5. In this case the combustion performance is very good with low smoke and CO emissions to nearly stoichiometric condhions, At the 2.7% flue gas oxygen point listed in Table 4 -5, the flue gas temperature was 203 F. The steady state efficiency at this point is 90.9°/0. For this particular appliance additional tests were done to provide a direct comparison between the performance of this burner with the performance of the FAB (see Section 1) and a conventional pressure atomized retention head burner. While this comparison may be best done with each of these burners running at the same firing rate this was really not possible. Retnetion head burners with pressure atomization are not available with rated inputs under 0.5 gph. In additio~the HFM3 as tested during the course of this program cannot run at rates much over about 0..25 gph without using unrealistically high atomizing air pressures. For these reasons the comparison is made at rates as close as considered practical. Results are shown in Figure 4 -7. The top chart in this figure is smoke number. Here both the FAB and HFAB are shown to be able to operate at considerably lower excess air levels than the conventional burner without producing smoke. The middle chart shows CO and here all three burners produce similar, low CO levels. The bottom chart in Figure 4 -7 is NOXand here the HFAB is considerably lower although some of this is likely due to the reduced firing rate. 
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. Warm Air Furnace with a Return Flow Combustion Chamber.-Thisfhmace is a ilre-tube design in the general form of horizontal welded steel parallel passages set above a welded cylindrical combustion chamber as shown in Figure 4 -8. The combustion chamber is devoid of any refiactol ining or target wall. At the end of the chamber, the combustion gases are turned and forced to flow high along air cooled walls back to the front of the fbrnace where they enter a vertical collector. Here the gases are turned 180°and flow through a siigle cylindrical breech connector passage to the breech located at the fi-ont of the fbmace. All of the combustion gas handling components (combustion chamber, collectors, fire tubes, and breech connector) are cooled by the airflow used for space heating.
Combustion tests in this application were done at a firing rate of 0.27 gallons per hour and the results are summarized in Table 4 -6. For these tests the burner was modified to include a larger (4") diameter flame tube. In additioq a refiacto~target wall was added to the chamber. Based on prior test%the target wall does not significantly affect performance and the primary difference here is the larger flame tube. Generally the flue gas temperature in these tests was under 200 F. Certainly this firing rate is too low for this appliance and venting problems could be expected unless the unit is side-wall vented. 
CONCLUSIONS AND FUTURE PLANS
Based upon the development work and test results presented in this report the concept of a low pressure, air atomized residential oil burner with 100% of the air flow through the nozzle has significant potential. With this approach a stable flame can be obtained, the burner can be ignited fi-omcold, and good combustion performance can be achieved. In all of the boilers and finmaces in which tests were done the burner was found to operate with essentially no smoke even at very low excess air levels. For some applications CO was higher than is considered acceptable and some additional application work would be required in these. In all cases NOX emission levels were very low.
Unique advantages which this burner provides include: In fiture development work longer term testing is planned to evaluate coke buildup on head components in routine cyclic operation. For these tests an improved burner head prototype will be built which is closer to the expected commercial configuration. Machined head components will be replaced with stamped metal components wherever possible. As a method of achieving even lower NOX emissions the use of gas recirculation slots or holes in the flame tube will be explored. Plans also call for the development of a complete burner system including fbel pump and metering system, air supply, ignition transformer, and safety control. As tested in this program the burner head was operated at very low firing rates -under 0.3 gallons per hour. This range was specifically targeted to show that this concept can be used to extend the firing rate capability of available oil burners. It is recognized, however, that most of the market interest would be at somewhat higher firing rates. concept at higher rates will be explored.
As part of fiture work potential ways to use this 5-1
